Standards for moderate thermal environments.
Recently two Draft International Standards dealing with specifications of the conditions for thermal comfort (ISO DIS 7730) and measurement procedures (ISO DIS 7726) have been approved by the International Stadardisation Organisation (ISO). The American Society of Heating, Refrigerating and Air Conditioning Engineers (ASHRAE) has made a standard with similar requirements for the thermal environment (ASHRAE, 1981). To verify the requirements, measurements of different thermal parameters have to be performed. Guidelines as to how and where to measure are also given in the standards. The present paper deals mainly with the requirements and measurements that are relevant for moderate thermal environments in places of residence, offices, hospitals and light industry. For evaluation of very hot or very cold surroundings, other methods are required. Only measurements of parameters that influence the perception of the thermal surroundings are included.